
DWG P2-6

DWG P2-5

1 1/4"

WATER

RISERS

EX 1 1/4"

1 1/4"

EX 1 1/4"

EX 1/2'H & C-UP

EX 1"C-CAPPED

VALVE CLOSED

ABANDONED PIPING

EX 1/2"

ABANDONED PIPING

EX 3/4"

EX 3/4"

EX 1"

1/2" VALVES IN

VERTICAL

EX 3/4"

EX 1/2"H & C-UP

EX 1"C-UP

EX 1/2"C-UP

EX 1/2"

VALVES IN

VERTICAL

EX 1/2"

EX 3/4"

EX 3/4"EX 3/4"

CLOSED VALVE

IN VERTICAL

TO HOSE BIBB

EX 1/2"H-DN

WATER RISERS-FROM ABV

DRAIN VALVE

EX 1/2"-DN

EX 1/2"

1/2" VALVES IN

VERTICAL

5" MAIN HOT WATER

RISER TO EIGHTH FLOOR

3/4"H-DN

2"C-UP

WATER RISERS-UP

1/2"H & C-UP
3/4"C-UP

1/2"H & C-UP

1/2"C-UP

1"C-UP

1/2"H & C-DN

3/4"C-DN

3/4"C FROM

BELOW UP TO WH-1

DWG P2-6

DWG P2-5

BACKFLOW

PREVENTER

DOMESTIC

WATER PUMPS

ACCESS TO

WINTER

SERVICE

3/4"H & C-UP

DISCONNECT AND REMOVE

EXISTING "DEAD END" PIPING REMOVE ABANDONED PIPING

DISCONNECT AND REMOVE

EXISTING "DEAD END" PIPING

DISCONNECT AND REMOVE

EXISTING "DEAD END" PIPING

SL-2-BA

EX PNL

'PBLA'

END OF NEW 5" COPPER

PIPE TO BE REPLACED

REPLACE 5"HW

GALVANIZED STEEL PIPE

WITH NEW 5" COPPER PIPE

2 1/2"

3/4"

N

1407 Scalp Avenue |
Johnstown, PA 15904 |
{814.269.9300 |

FOR CONTINUATION

REFER TO DWG P2-6

FOR CONTINUATION

REFER TO DWG P2-6

FOR CONTINUATION

REFER TO DWG P2-6

FOR CONTINUATION

REFER TO DWG P2-6

AutoCAD SHX Text
CRAWL SPACE

AutoCAD SHX Text
UTILITY DISTRIBUTION B-1B100

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
K

AutoCAD SHX Text
N

AutoCAD SHX Text
R

AutoCAD SHX Text
J

AutoCAD SHX Text
M.1

AutoCAD SHX Text
P

AutoCAD SHX Text
S

AutoCAD SHX Text
19

AutoCAD SHX Text
18

AutoCAD SHX Text
17

AutoCAD SHX Text
16

AutoCAD SHX Text
14

AutoCAD SHX Text
13

AutoCAD SHX Text
11

AutoCAD SHX Text
CRAWL SPACE

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Project Title

AutoCAD SHX Text
one eighth inch = one foot

AutoCAD SHX Text
16

AutoCAD SHX Text
8

AutoCAD SHX Text
4

AutoCAD SHX Text
0

AutoCAD SHX Text
B

AutoCAD SHX Text
A

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
three inches = one foot

AutoCAD SHX Text
6"

AutoCAD SHX Text
1

AutoCAD SHX Text
0

AutoCAD SHX Text
6"

AutoCAD SHX Text
one and one half inches = one foot

AutoCAD SHX Text
one inch = one foot

AutoCAD SHX Text
2

AutoCAD SHX Text
0

AutoCAD SHX Text
6"

AutoCAD SHX Text
6"

AutoCAD SHX Text
0

AutoCAD SHX Text
2

AutoCAD SHX Text
three quarters inch = one foot

AutoCAD SHX Text
one half inch = one foot

AutoCAD SHX Text
4

AutoCAD SHX Text
0

AutoCAD SHX Text
three eighths inch = one foot

AutoCAD SHX Text
4

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
4

AutoCAD SHX Text
8

AutoCAD SHX Text
one quarter inch = one foot

AutoCAD SHX Text
VA FORM 08-6231

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
8

AutoCAD SHX Text
7

AutoCAD SHX Text
9

AutoCAD SHX Text
E

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
B

AutoCAD SHX Text
A

AutoCAD SHX Text
9

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
4

AutoCAD SHX Text
3

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
Office of Construction and Facilities Management

AutoCAD SHX Text
F

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Date

AutoCAD SHX Text
CONSULTANTS

AutoCAD SHX Text
Philadelphia, Pennsylvania

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Checked By:

AutoCAD SHX Text
Drawn By:

AutoCAD SHX Text
TME

AutoCAD SHX Text
Location:

AutoCAD SHX Text
Dwg. _____ of _____

AutoCAD SHX Text
Drawing Number:

AutoCAD SHX Text
Project Number:

AutoCAD SHX Text
Building Number:

AutoCAD SHX Text
2

AutoCAD SHX Text
MEP ENGINEERING

AutoCAD SHX Text
ARCHITECT

AutoCAD SHX Text
AREA OF WORK

AutoCAD SHX Text
H.F.

AutoCAD SHX Text
LENZ

AutoCAD SHX Text
COMPANY

AutoCAD SHX Text
Domestic Water Piping System Repairs

AutoCAD SHX Text
6/24/15

AutoCAD SHX Text
BID DOCUMENTS

AutoCAD SHX Text
6-24-15

AutoCAD SHX Text
BUILDING 2 BASEMENT FLOOR PLUMBING PLAN  UNIT 'A'

AutoCAD SHX Text
P2-5

AutoCAD SHX Text
JLJ

AutoCAD SHX Text
SCALE: 1/8" = 1'

AutoCAD SHX Text
AMMENDMENT #6

AutoCAD SHX Text
3-25-16

AutoCAD SHX Text
AMMENDMENT #7

AutoCAD SHX Text
3-29-16


	Sheets and Views
	P2-5


